Gypsum Board (5" min),
Length 26" One Side or

48" Both Sides. Shear »  Attached to Concrete Slab on Ground

Nail With 8D Nails 7" on " '

Fdges and 11 Freld . gsgg ¥ @ Expansion Bolts Spaced at &

»  or Approved 3" Pneumatic Anchor Fins
Per Manufacturers Requirements; Spaced
12"0.C. £ Min 4.5" Slab Thickness

»  Cut Nails or Adhesives Shall NOT be

Permitted,
Treated Sill Plate
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